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'FIXTURE SCHEDULE

TYPE LAMPS VOLTS DESCRIPTION MANUFACTURER
oW MH. 120 ROUND oW METAL HALIDE BOLLARD, BIEBER LIGHTING
NATURAL CONCRETE BASE, DARK BRONZE OR-1DIA2/@-E2-2-L -
FINISH CLEAR NON-TELLOWING DR ACRYLIC | 2-DB-1-3-NL
A LENS
(2 420 PL-T e 8" DIMMING FLUCRESCENT DOUNLIGHT LiIGHTOLIER
4-PIN DIMMING DIMMING ELECTRONIC BALLAST BO38CLW-8242H-CI20-
- SLOPED CEILING ADAPTER - 184 DEG SLOPE 19271
(VERIFY SLOPE WITH ARCRITECT)
PROVIDE COMPATIBLE DIMMER
(2) W PL | 2o WALKWAY STEFPLITES COLE LIGHTING
G223 BASE - | o* DIAMETER ROUND LOUVER F2I28R-J-W-B-HPE
JUNCTION BOX FOR FEED THRU
C UWE ATHERFROOF
HIGH POWER FACTOR BALLAST
BRONZE FACEFLATE.
() 122U PARSS e FLUSH MOUNTED UPLIGHT HYDREL
HiR/4D PAR-38 LAMP, FLOOD, CLEAR CONVEX LENS | 212@-A-PAR-1DD/
FLooD CAST ALUMINUM FINISH ROVIRXX/24/
LED. Re LED. EXIT SIGN MePHILBEN
EMERGENCT BATTERT BACK-UP ERBBL -1-12/27-R-LA
MATTE BLACK WITH BRUSHED ALUMINUM FACE
€2) 130 TWIN TUBE 12e " OFEN FLUORESCENT DOWNLIGHT LIGHTOLIER
ElzBX ELECTRONIC BALLAST 8O55CLW-12123H-TI2®
DAMP LOCATION LABEL
; PROVIDE NON-CORROSIVE STAINLESS STEEL
COMPONENTS SUITABLE FOR USE IN SALT AlIR.
(1) 42W PL-T 128 " FLUORESCENT DOUNLIGHT LIGHTOLIER
4-PIN ELECTRONIC BALLAST es1CLW-14B-ERoVv
DAMP LOCATION LABEL
(1) 42W PL-T 22 T FLUCRESCENT DOUNLIGHT LIGHTOLIER
4-FIN ELECTRONIC BALLAST E231CLU- 4B -ER@V
DAMP LOCATION LABEL -EMSE
& E EMERGENCY BATTERY PACK (lI@@ LUMENS)
PROVIDE SEFPARATE HOT LEAD FROM FPANEL
TO FIXTURE, BTYTPASSING RELAYS/SWITCHING.

20A, MULTI POLE, MECH.

HELD RELAY SQ. D"
CLASS 8903, OR EQUAL,
IN NEMA 1 ENCLOSURE,

20A, 14 POLE |
RELAY "Rx” \
L—4 -~ N
It Y LTS
L=~ ¥ Xt LTS
{—1 " ;
6 Py 1l :Q LTS
L‘SB SN 1L W
MOMENTARY] I p &g LTS
CONTACT SWITCH | L—42 -~ y X LTS
- 1t SPARE
oP AUXILIARY
RELAY IN NEMA 1 i SPARE
ENCLOSURE |
TWO SPRING | gMe oFF
WOUND MANUAL Ly s COIL CLEARING
TIMERS. AT ERER O CONTACT (TYPICAL)
SEE LTG PLAN
- - . 5 o ON =
[a] . —{ )J
H N g 11
I_/ O
1-18
N L
=
%_._r-\_._
yd
- L 4 T—g
SPRING WOUND MANUAL ] 1
TIMER FLUSH MTD. WITH
0-2 HOUR RANGE (WITH —Af
HOLD FEATURE) SMe
MARK TIME 90024 OR Y, OFF
EQUAL BY INTERMATIC] —E A e _6:[ 5 O
INTERMATIC #T-7801B ; 5 M
TIME SWITCH (PROVIDED | — | ]
BY CONTRACTOR) WITH
7-DAY DIAL AND 2 N.O.| |~ ,\
AND 2 N.C. CONTACTS.[ +— 9
INSTALL NAMEPLATE
ENGRAVED “LTG TIME SW.". /
VERIFY TIME SCHEDULE -
FOR BOTH WEEKDAYS AND ~ /
WEEKENDS & SET TRIPPERS U
AS DIRECTED BY TENANT.
- L—18 % i1 \,-\/ LTS
i A
L""QD Py 11 \f‘\’ LTS
2P AUXILIARY | - AN
RELAY IN NEMA 1 L—22 o~ . e 7S
ENCLOSURE | e p @4
L—-28 0 't
£ g - LTS
L=32 o~ ¥ ¥ LTS
METHOD OF OPERATION: 16 i 2
TIME SWITCH "ON” — ALLOW LIGHTS TO BE SWITCHED £ 1] 304 LTS
TIME SWITCH "OFF" — TURNS LIGHTS OFF L—40 — y o 1S
BY PASS TIMERS "ON" — ALLOW LIGHTS TO BE SWITCHED N SPARE
BY PASS TIMERS "OFF" — TURNS LIGHTS OFF 1l
1 SPARE
20A, MULTI POLE, MECH.
20A, 10 POLE HELD RELAY SQ. D"
RELAY "Ry CLASS 8903, OR EQUAL,

IN NEMA 1 ENCLOSURE,

TYPE LAMPS VOLTS DESCRIPTION MANUFACTURER TYPE LAMPS VOLTS DESCRIFTION MANUFACTURER
: 1{ ADDITIVE BID ALTERNATE. (TYPICAL THIS AREA)
e B P ST e oo, NeLoEs ~ | CRcemoumRmmecTLan | Hpogs e
DAMP LOCATION LABEL BATTERIES 2| DIMMER FOR UPLIGHTS
@D : PROVIDE COMPATIBLE DIMMER M
3| ROUTE CIRCUIT THRU RELAY "Rx"/"Ry".
- 41 THIS AREA WILL HAVE A ROCK CAVE CEILING AT A FUTURE PHASE.
G "o | 3 pummen dausss T, Qe o | amnasEEees, ST 2000
GLU N EXISTING LIGHT FIXTURE TO REMAIN, CLEAN, RE~LAMP AND
REPAIR/REPLACE AS REQUIRED.
(2) F3278 RS U/e 120 2'%2' RECESSED FLUORESCENT LIGHTOLIER ' 1) 420 PL-T 120 1" TRIPLE TUBE SURFACE CYLINDER LIGHTOLIER EXISTING EXHAUST FAN(S) TO BE DISCONNECTED AND
{=‘ ELECTRONIC BALLAST (2) BALLASTS P DAMP LOCATICN LABEL
:ﬁggg &gh_?m;g??iaf:‘sthLLAﬁs INTERCEPT EXISTING CIRCUITING AND EXTEND AS SHOWN.
PROVIDE REQUIRED INTERCONNECTS.
gupemewe | e | pareceesspromsecen - O o |Limmegmsamacscroee | oRER, o
ELECTRONIC BALLAST . DAMP LOCATION LABEL
H ] FDE EMERGENCY BATTERY PACK (1I@@ LUMENS)
PROVIDE SEFPARATE HOT LEAD EROM PANEL _
~ eSS e KRR - BYRASS LATRGUICHNE I~~~
oW MRS 12 LOW VvOLTAGE MRI& ELLIPSE LIGHTOLIER (2) F227& 2 4;. 2-LAMP FLUORESCENT SURFACE LIGHTOLIER
S e e RS oo | S T e e | AR e
i » 8' TRACK -
J EESVIRE AnkSqumes TRACK JoalH & TRACK
S143UH COUPLER
@ raze 20 .| EECErRENE Baliaer s oot K Ta A 553 - 12050 (2 FazTe ETieE TO BE meoSED W k752 o SERIES
K PRISMATIC LENS EMERGENCY BATTERY PACK
¢2) E232T8& 2o RECESSED 2'x4' FLUORESCENT LIGHTOLIER
BPX35 ELECTRONIC BALLAST XT2GVA-232-120-50-EM
PRISMATIC LENS
KE EMERGENCT BATTERY PACK (1I@@ LUMENS)
PROVIDE SEPARATE HOT LEAD FRCM PANEL
TO FIXTURE, BYPASSING RELATS/SWITCHING. THE ELECTRICAL CONTRACTOR SHALL COORDINATE WITH CEILING S\
oW MG . L oW VOLTAGE MRI6 ELLIPSE - L eHTOL ISR CONTRACTOR AND PROVIDE THE PROPER TRIM AND LIGHT
B1-BIN INTEGRAL ELECTRONIC TRANSFORMER 26 FIXTURE MOUNTING HARDWARE FOR THE CEILING TYPE BEING
J= PROVIDE ALL REGUIRED TRACK azewH g IRack INSTALLED. REFER TO ARCHITECTURAL REFLECTED CEILING 0
MOUNTING HARDWARE SidsiuH LIVE END PLANS
Sl4aWwH COUPLER .
; R 17
CREATHE ST ISR HIN "= 2 2o | 4ab N\
? 15
——EXISTING LIGHT FIXTURES TO REMAIN. : o
SEE LIGHTING / G\ : o H TYPICAL U.N.O.
CONTRACTOR TO VERIFY EXACT LOCATION CONTROL L o L1 2, \£4_/( )
OF ALL TRACK LIGHTS IN RELATIONSHIP DIAGRAM. _ ypieal U0 Ao Aab
TO EXHIBITS PRIOR TO INSTALLATION. : IR\l L=15,17
‘ n (TYPICAL ALL TRACKS) . 17 =l N
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(TYPICAL UN.O.)

(TYPICAL UN.O.) 5

ALL INCANDESCENT LIGHTING FIXTURES RECESSED

(TYPICAL)

INTO CEILINGS SHALL BE APPROVED FOR ZERO ‘ -
CLEARANCE (L.C. RATED) i

17 15 17
\—@(W[CAL U.N.O.)

17 15 17
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LIGHTING FLOOR PLAN
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THESE DRAWINGS DO NOT CONTAIN THE NECESSARY COMPONENTS FOR CONSTRUCTION SAFETY
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